
BUILDING LEAKAGE TEST

Date of Test: 1/25/2021        Test File: 20-MRC-333  1443 20th St SW, Rochester  798 1.43

Technician: Matthew Carlson
Project Number:

Customer:  Building Address:  1443 20th st sw
rochester, MN 55902

Test Results at 50 Pascals:
cfm50 Airflow 798  (+/- 0.4 %)
ACH50 1.43 

Leakage Areas: 79.8 in² (+/- 1.5 %) Canadian EqLA @ 10 Pa
41.8 in² (+/- 2.4 %) LBL ELA @ 4 Pa

Building Leakage Curve: Flow Coefficient (C) =  58.2  (+/- 3.8 %)
Exponent (n) = 0.669 (+/- 0.010)
Correlation Coefficient = 0.99988

Test Standard: E779-10
Test Mode: Depressurization
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Building Information
   Volume (ft³) 33570.17

  Surface Area: (ft²)

  Floor Area: (ft²)

  Height (ft) 9

  Year of Construction

 Equipment Information

 Type  Manufacturer  Model  Serial Number  Custom Calibration Date

   Fan  Energy Conservatory  Model 3 (110V)  34055  -

   Micromanometer  Energy Conservatory  DG1000  639  3/12/2020
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Depressurization Test:
 Environmental Data

Indoor Temperature (°F) Outdoor Temperature (°F) Altitude (ft)

  Pre-Test 65.0 7.0

  Post-Test 65.0 7.0

  Average 65.0 7.0 1000.0

Data Points - Automated Test (TTE 5.0.8.4)

Nominal
Building
Pressure

(Pa)

Baseline
adjusted
Building
Pressure

(Pa)

Fan
Pressure

(Pa)

Nominal
Flow
 (cfm)

Adjusted
Flow
 (cfm) % Error

Fan
Configuration

   -0.4 n/a n/a
  -59.7   -59.2    29.6   29.6    991    892  -0.1 Ring A
  -55.2   -54.8    26.9   26.9    947    851   0.4 Ring A
  -60.1   -59.6   281.5  281.5    992    893  -0.5 Ring B
  -45.7   -45.3   196.7  196.7    831    747   0.2 Ring B
  -40.4   -40.0   166.0  166.0    764    687   0.1 Ring B
  -35.1   -34.6   137.6  137.6    696    626   0.4 Ring B
  -30.1   -29.7   111.0  111.0    626    563   0.0 Ring B
  -25.6   -25.2    88.2   88.2    558    502  -0.4 Ring B
   -0.5 n/a n/a

Deviations from Standard ASTM E779-10 - Test Parameters

- Pressurization test not included.
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Comments

Elevation: south

Weather: north wind 4mph, 5mph gusts


