
Test Report

Project: Alliance Apartments A Building Test Date:
Builder: Weis Builders

HVAC Airflows (CFM)
Unit 003 103 105 110 202 209 301 305 312 402 406 411
Plan B1 A2 B1 B2 B1 B1 B3 B1 A1 B1 B1 B1

Design / Goal Actual Actual Actual Actual Actual Actual Actual Actual Actual Actual Actual Actual

Kitchen Fresh 20 32 31 32 31 23 28 28 28 23 25 28 29

Bathroom Exhaust 20 30 36 31 28 37 32 30 34 29 42 34 36

% Difference

Unit Air Sealing < 4.0 ACH50 3.73 2.90 2.97 3.22 2.34 2.24 2.44 2.62 2.28 2.55 2.33 2.87

*  Airflows measured with Alnor LowFlo Balometer
***  Airflows in red are not within 15% of the design flow rates
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