
MN Greenstar Project. Test is pre-completion of construction. Need service customer name and contact
information. No “Worst Case Spillage” test on electtric boiler and water heater. No attic (parallel
sloped roof construction). No exhaust fans; HRV apparently intended to control indoor air quality.

(612) 789-7070

Service Name and address

SPECIAL  NOTES / CUSTOMER CONCERNS

Ron Peterson

Please make your
payment at the time of the

audit. Thank you.
ENERVISION

609 Russell Ave S  |  Minneapolis MN 55405
Erik@Enervision-web.com  |  Office & Fax: (612) 381-9107  |  Mobil: (612) 759-7542

HOME PERFORMANCE & BUILDING DIAGNOSTIC SERVICES

Billing Name and address

Otogawa-Anschel
Michael
Anschel

1214

Minneapolis

BillingCustomerCode
otoa

Michael Anschel
Adam Back
Otogawa-Anschel
1214 42nd Avenue North
Minneapolis, MN 55412
612.789.7070
FAX: 612.789.7072

BillingCustomerState: MN
BillingCustomerZip: 55412

BillingCustomerStreet 42nd Avenue North
BillingCustomerCity:

BillingCustomerAddress:

BillingCustomerContactLast:
BillingCustomerContactFirst:

BillingCustomerCompanyName:

BillingCustomerContactTwoFirst: Adam
BillingCustomerContactTwoLast: Back

Adam Back
27882 Wilderness Road
Pine City, MN
Home Ph:
Work Ph: (612) 789-7070 Mobil Ph:
Email:

Electric BoilerWater Heater Type:

Not ApplicableVenting:

Water Heater Comments:
Water Heating is in-direct from boiler.

NAWorst-Case Spillage Test: (Pascals)

289*Cubic Feet/ Minute@50:

0.23
1.2Air Changes Per Hour (ACH):

BLOWER DOOR TEST RESULTS:

0.21Equivelent Leakage Area (EqLA) ft2 :

0.21Net Equivalent Leakage Area (Sq Ft) :

Air Changes Per Hour Natural: 0.08

Hot Water

NA

Wall mounted electric boiler.

100%
Type:

Venting:
Heating System Comments:

AFUE:

Leakage Ratio:

HEATING SYSTEM:

FLOOR AREA CALCULATIONS:

WATER HEATER:

1,262
Total Sq. Footage
(incl unfinished area):

2011Year House Built:

Number of Occupants:

1 Story Slab on GradeHouse Type:
Wood/ composit?Exterior Siding:

98Temperature Outdoors:

Temperature of Attic:

78Temperature Indoors:
-20Temperature Delta:

xH2OHeaterFunctional:

xFurnaceFunctional:

1) Single Family

Monday, July 18,
2011

Date of Audit:
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