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January 25, 2010

Joe Johnson

Domain Architecture

2748 Hennepin Avenue South
Minneapolis, MN 55408

Hi Joe,

It was good to talk with you yesterday. Please find the final Energy Star packet for Jennifer's house
enclosed.

The Energy Star labels are intended to be affixed on the door of the electrical box, which is supposedly
the most permanent fixture in the home. The reports and certificate are typically passed along to the
homebuyer in order to document the home’s verified performance and help them sell the property in
the future.

For more information about using the Energy Star program to sell more homes, please visit
www.energystar.gov/homes. | would also be happy to field any questions you have about making the
most of your involvement with the program.

Thank you for the opportunity to work with you on this project and | look forward to assisting you in the
future.

Rt M.OMQ%

Patrick O’Malley
Building Knowledge, Inc.
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ENERGY STAR HOME REPORT

Building Knowledge Consulting

Date: January 25, 2010 Rating No.: MN_09_0389
Building Name:  Hicks Project Rating Org.:

Owner's Name:  Jennifer Hicks Phone No.: 952-447-5883
Property: 2584 Upton Avenue S. Rater's Name: Pat O'Malley
Address: Minneapolis, MN Rater's No.: MN_001

Builder's Name: Reuter Construction

Weather Site: Minneapolis, MN Rating Type: Verified Condition
File Name: Hicks HERS 3_31_09.big Rating Date: 3/31/09

Normalized, Modified End-Use Loads (MMBtulyear)

ENERGY STAR As Designed
Heating: 93.6 35.9
Cooling: 19.4 10.2
Water heating: 10.4 11.4
Lighting & Appliances: 33.5 40.8
Total: 156.8 98.3
HERS Index: 80 49

ENERGY STAR Mandatory Requirements

@ Thermal Bypass Inspection Checklist *

Eq Ductwork Requirements

|X | ENERGY STAR Products *

|X | ENERGY STAR Scoring Exceptions

* Thermal Bypass Checklist and ENERGY STAR Products are not checked in REM/Rate at this time.

This home MEETS OR EXCEEDS the energy efficiency requirements
for designation as an EPA ENERGY STAR Qualified Home.

Pollution Prevented

Energy Cost Savings ($/year)

Type of Emissions Reduction (Ib/year) Heating: $1191
Carbon Dioxide (C0O2) 19228.3 Cooling: $126
Sulfur Dioxide (SO2) 11.0 Water Heating: $16
Nitrogen Oxides (NOx) ) 27.9 Lights & Appliances: $30

Total: $1363

The energy savings and pollution prevented are calculated by comparing the Rated Home to the Reference Home as defined in
the "Mortgage Industry National Home Energy Rating Systems Standards" as promulgated by the Residential Energy Services
Network (RESNET) . In accordance with these guidelines, building inputs affecting setpoints, infiltration rates, window shading
and the existence of mechanical systems may have been changed prior to calculating loads.

REM/Rate - Residential Energy Analysis and Rating Software v12.61

This information does not constitute any warranty of energy cost or savings.
© 1985-2008 Architectural Energy Corporation, Boulder, Colorado.



ENERGY STAR HOME VERIFICATION SUMMARY

Date: January 25, 2010 Rating No.: MN_09_0389

Building Name:  Hicks Project Rating Org.: Building Knowledge Consulting

Owner's Name:  Jennifer Hicks Phone No.: 952-447-5883

Property: 2584 Upton Avenue S. Rater's Name: Pat O'Malley

Address: Minneapolis, MN Rater's No.: MN_001

Builder's Name:  Reuter Construction

Weather Site: Minneapolis, MN Rating Type: Verified Condition

File Name: Hicks HERS 3_31_09.blg Rating Date: 3/31/09

Building Information
Conditioned Area (sq ft): 3724 Housing Type: Single-family detached
Conditioned Volume (cubic ft): 34067 Foundation Type: Conditioned basement
Insulated Shell Area (sq ft): 7580 HERS Index: 49, tearty
Number of Bedrooms: 3

Building Shell
Ceiling w/Attic: None Window/Wall Ratio: 0.17
Vaulted Ceiling: 12" SIP U=0.023 Window Type: U:0.32, SHGC:0.29
Above Grade Walls: 8" SIP R30 U=0.034 Window U-Value: 0.320
Found. Walls (Cond): R10E,12 | SPF 1' R=22.0 Window SHGC: 0.290
Found. Walls (Uncond): None Infiltration: Htg: 782 Clg: 782 CFM50
Frame Floors: R30,HDF1,4-19 U=0.030 Measured Duct Leakage: 12.00 CFM25
Slab Floors: R10U,24W U=0.079 Leakage to Outside: 12.00 CFM

Mechanical Systems

Heating:
Cooling:

Water Heating:

Fuel-fired air distribution, 65.4 kBtuh, 95.0 AFUE.
Air conditioner, 24.0 kBtuh, 15.0 SEER.

Conventional, Gas, 0.62 EF.

Programmable Thermostat: Heat=Yes; Cool=Yes

Note: Where feature level varies in home, the dominant value is shown.

This home MEETS OR EXCEEDS the EPA's requirements for an ENERGY STAR Home.

REM/Rate - Residential Energy Analysis and Rating Software v12.61

This information does not constitute any warranty of energy cost or savings.
© 1985-2008 Architectural Energy Corporation, Boulder, Colorado.
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