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Property Organization HERS

i DAVID KAREN PURTEE PINNACLE INSPECTIONS Confirmed
| 1021 BROOD ROAD 360-920-4234 2/26/2016
MOSCOW, ID 83843 ROBERT STOCKMANN Rating No:2
Rater 1D:0787809
Weather:Lewiston, ID Builder
PURTEE SCOTT HOMES

012862506-01.blg

This home MEETS OR EXCEEDS the EPA's requirements for an ENERGY STAR Home.
HERS Index w/o PV <= HERS Index of Reference Design Home AND HERS Index <= HERS Index Target to comply.

Building Information Rating
} Conditioned Area (sq ft) 2572 HERS Index 4
‘ Conditioned Volume (cubic ft) 24630 HERS Index w/o PV 35
| Insulated Shell Area (sq ft) 5594 HERS Index Target (SAF Adjusted) 57
Number of Bedrooms 3 HERS Index of Reference Design Home 59
Housing Type Single-family detached Size Adjustment Factor 0.96
Foundation Type Slab

Building Shell
Ceiling w/Attic | None Window Type % PlyGem 3 Pane-CSMT* s«
Sealed Attic | None Window | U-Value: 0.210, SHGC: 0.160
| Vaulted Ceiling | SIP R-49***** U=0.019 Window/Wall Ratio | 0.11
‘ Above Grade Walls | SIP 9-3/8"0******** J=0.023 Infiltration Type | Blower door test
Found. Walls(Cond) | Insulated Perimeter******** R=20.0 Infiltration | Htg: 1.12 Clg: 1.12 ACH50
‘ Found. Walls(Uncond) | None Duct Leakage to Outside | NA
Floors | None Total Duct Leakage | NA
Slab Floors | R-20 Full Insulated******** U=0.024

Mechanical Systems

ASHP Htg: 77.1 kBtuh, 9.4 HSPF. Clg: 28.4 kBtuh, 18.0 SEER.

Water Heating Integrated, Elec, 4.10 EF.

Programmable Thermostat Heat=Yes; Cool=Yes

Ventilation System Balanced: HRY, 80 cfm, 98.0 watts.

Lights and Appliances

Percent Interior Lighting 100.00 Clothes Dryer Fuel Electric

Percent Garage Lighting 100.00 Clothes Dryer EF 3.93

Refrigerator (kWh/yr) 680.00 Clothes Washer LER 96.00

Dishwasher Energy Factor 0.65 Clothes Washer Capacity 4.20

Ceiling Fan (cfm/Watt): 0.00 Range/Oven Fuel Propane

Note: Where feature level varies in home, the dominant value is shown.

This information does not constitute any warranty of energy cost or savings.
© 1985-2015 Noresco, Boulder, Colorado.




David & Karen Purtee
1021 Brood Rd.
Moscow, ID 83843
360.489.7040
kpurtee@juno.com

Blower Door Test 1.12 ACH50
DHP
Mitsubishi
Out= MXZ-4B36NA HSPF 9.3
In=(2) MSZ-GE18NA SEER 18.0

AHRI Certificate attached separately

H20
Rheem Solaraide 81V-80HE-1

Testing Performed By:

Peter Anderson

Anderson Consulting

2604 Thomas Hill Drive

Coeur dAlene, ID 83815
208.818.0435
p.anderson.consulting@gmail.com

RESNET Rater ID (RTIN): 5898590

This is a tank designed for use with closed-loop solar DHW systems.
Energy Factor could not be determined. Not in AHRI database.
David Purtee has not yet determined the system effectiveness and efficiency.

Rheem Solaraide spec sheet attached separately

Ventilation
Venmar AVS E15 ECM HRV
CFM Testing Exhaust
Laundry=
Ma Bath=
Bath Up=

Definitely no supply port in Guest Bed Up.
Flow is close to balanced, meets ASHRAE spec.

Supply
17 Ma Bed= 17
24 Living= 20
12 Dining= 8
53 Great Up= 6
Office Up= 7

58

David Purtee does not feel he fully understands procedure to balance flows.

Venmar brochure and specs attached separately

Appliances & Lighting
All appliances Energy Star listed.
Dishwasher= Kenmore Elite 665.127.835
Refrigerator= KitchenAid KFXS25RYMS

Clothes Washer= Whirlpool Duet WFWS81HEDWO
Clothes Dryer= Whirlpool Duet WED81HEDWO

LED lighting= 100%

-

260 kWh/yr
680 kWh/yr
4.2 FT3 - 109 kWh/yr - MEF 2.75
7.3 FT3 - 608 kWh/yr - CEF 3.93




‘snjdiieioopui/aoBedsmmm
USIA 10 "NOK YUM 1SI[29UD UOIEDHLIBA G4 J00PU| 8Y} MBIABL
01 Jap|ing JnoA yse ‘swoy Inok ui seinjes; Aujenb e soopul
Noge aiow uies| of ‘sased |je ul paiinbai ale sainjes) ||B JON

sjelio1elp Buipjing Ja1yijesH e
uoiSNQUIOY) 3jeS o

swaisAg Buiuonipuo)-ly pue
‘Bunejipuap ‘Bunesy APy e

siallieg 1s9d e

UOoIIONIISUOY) JUB]ISISDY UOPRY e

|041U0D) PIOIAl puUe 24NISIOAl e

9102/91/T

‘Ayjenb Jie uoopul
panoidwi 01 81nqLiIUOd 0} paubissp
aJe sawoy payijenb gnddie Joopuj

sNidJie
ioopuj Vd3

‘Aouaby uo1199101d |RIUSWUOIIAUT "SN

ay1 Aq
paysijgeise se suoneoynads
UOII2NIISUOD SN d4Ie Joopu| 188W 0}

NNVWYDOLS 14390y
Aq paijiian sem
€¥8€8 dl ‘MOISOW

avoy¥ aoo¥d 1zo}
12 1|Inq BWOY SIy|

enp
sNid/©
loopuj

swoH paiy]




