
BUILDING LEAKAGE TEST COMPARISON

Building Knowledge, Inc.
PO Box 1376

Burnsville, MN 55337
Phone: 952-944-5605

Test #1 Test #2

Test File: Test File:2512 29th Aveunue S basement door open 2512 29th Avenue FINAL_FINAL_22NOVEMBER11
Date of Test: Date of Test:4/29/11 11/16/11

Customer: Customer:Vujovich Design Build Vujovich Design Build
International Market Square International Market Square
275 Market Street, Suite 521 275 Market Street, Suite 521
Minneapolis, MN 55405 Minneapolis, MN 55405

Phone: 612-338-2020 Phone: 612-338-2020

Test Results
Test #1 Test #2 Change Percent

1. Airflow at 50 Pascals: 2856 CFM 1371 CFM -1485 CFM -52.0 %
8.26 ACH 3.97 ACH -4.30 ACH -52.0 %

2. CFM50 per ft2 Floor Area 1.06 CFM/ft2 0.51 CFM/ft2 -0.55 CFM/ft2 -52.0 %

3. Leakage Areas:
Canadian EqLA @ 10 Pa: 261.4 in2 146.1 in2 -115.3 in2 -44.1 %
LBL ELA @ 4 Pa: 129.8 in2 79.1 in2 -50.7 in2 -39.0 %

4. Minneapolis Leakage Ratio:
(CFM50 per ft2 Surface Area)

Infiltration Estimates

1. Estimated Annual Average 138.6 CFM 84.5 CFM -54.1 CFM -39.0 %
Infiltration Rate: 0.40 ACH 0.24 ACH -0.16 ACH -39.0 %

2. Estimated Design
Infiltration Rate:

Winter: 224.0 CFM 136.6 CFM -87.4 CFM -39.0 %
0.65 ACH 0.40 ACH -0.25 ACH -39.0 %

Summer: 107.7 CFM 65.6 CFM -42.0 CFM -39.0 %
0.31 ACH 0.19 ACH -0.12 ACH -39.0 %

Cost Estimates

1. Estimated Costs of Air Leakage
for Heating: $252 $108 $-144 -57.0 %

2. Estimated Costs of Air Leakage
for Cooling:


